Ceiling Height: N.A.

Fascia Color

HPL Manufacturer: Wilsonart
Color: Antique White 5572-80

Nurse Call Patient Station Manufacturer: N.A.
Model Number: N.A.

Medical Gas Outlets

Key Style:
- Puritan Bennett (GG)
- Chemtron (GG)
- Midees (GMH3A) (GC)
- DSS

Note: Medical gas outlets that are furnished by others must be of console type.

Pipe Sizes

Oxy 1/2" Nom.
Air 1/2" Nom.
Vac 3/4" Nom.

U.L. Listed
OSHPD R-0138
ASTM B619

Legend

<table>
<thead>
<tr>
<th>Item</th>
<th>Description</th>
<th>QTY</th>
</tr>
</thead>
<tbody>
<tr>
<td>Oxy</td>
<td>Oxygen Outlet</td>
<td>1</td>
</tr>
<tr>
<td>Air</td>
<td>Air Outlet</td>
<td>1</td>
</tr>
<tr>
<td>Vac</td>
<td>Vacuum Outlet</td>
<td>1</td>
</tr>
<tr>
<td>1</td>
<td>Duplex Receptacle, Red</td>
<td>2</td>
</tr>
<tr>
<td>7</td>
<td>Timer Switch, 60 Minutes</td>
<td>1</td>
</tr>
<tr>
<td>12</td>
<td>Faceplate, Night Light (Vest)</td>
<td>1</td>
</tr>
<tr>
<td>67</td>
<td>Vent Plug</td>
<td>2</td>
</tr>
<tr>
<td>68</td>
<td>Vacuum Bottle Supply, Adj</td>
<td>1</td>
</tr>
</tbody>
</table>

General Notes

Basic frame is constructed of deep etched, clear anodized extruded aluminum.

Fascia is finished with high pressure plastic laminated to aluminum backing.
End caps are molded gray plastic, color to match basic frame.
Eclipse equipment rail is integral to each horizontal unit.

Note: Gas outlets are not intended for medical use.